3# 400 THWN CU CABLE IN 3"
CONDUIT, #1/0 CU GROUND

FPL
METER

3 #3/0 THWN CU, #6

/GROUND IN 2" C

3 #3/0 THWN CU, #6

/GROUND N 2" C

3 41/0 THWN, 1 48
GROUND. IN 154" C

O

TO FPL SERVICE, 1 PHASE
120/240V, THWN CU CABLE IN

3" CONDUIT-UNDERGROUND
WIRE BY FPL

WATER PIPE

TO FPL POLE
U.G. SERVICE LATERAL

L

"ii”

POOL BOND 680.25(8):

(B) GROUNDING. AN EQUIPMENT GROUNDING CONDUCTOR
SHALL BE INSTALLED WITH THE FEEDER CONDUCTORS
BETWEEN THE GROUNDING TERMINAL OF THE POOL
EQUIPMENT PANEL BOARD AND GROUNDING TERMINAL OF
THE APPLICABLE SERVICE EQUIPMENT OR SOURCE OF
SEPARATELY DERIVED SYSTEM. FOR OTHER THAN (1)
EXISTING FEEDERS COVERED IN 680.25(A), EXCEPTION, OR
(2) FEEDERS TO SEPARATE BUILDING THAT DO NOT UTILIZE
AN INSULATED EQUIPMENT GROUNDING CONDUCTOR IN
ACCORDANCE WITH 680.25(B)(2), THIS EQUIPMENT
GROUNDING CONDUCTOR SHALL BE INSULATED.

p——— RODS NOT CLOSER THAN

{ SERVICE GUTTER 10 x 10 WW |

SERVICE NOTES:

22K 22K
22K ZZQO_J 22K Zggg_l 22K 2@_} AIC | PNL AIC | PNL
AIC|“200]  AC|“200[  AIC|“T50 e g
NEMA NEMA NEMA 150 AMPS 200 AMPS
3R 3R 3R

- SERVICE GUTTER TO HAVE {3) TAP BLOCKS. (2)

POSITIVE, (1) NEUTRAL.

~ BOND GROUND BLOCK TO GUTTER ENCLOSURE #4

CONDUCTOR

5/8, 1/0 CU GRD
ELECTRODE &
CONDUCTOR-TYP.

FLCOD LEVEL NOTE:

LOCATED ABOVE FLOOD LEVEL.

ELECTRICAL RISER

STRUCT. STEEL

(2) 5/8" X 10" GROUND

- ALL ELECTRICAL SERVICE EQUIPMENT SHALL BE

NTS.

10 FEET FROM EACH OTHER NOTE: ALL FEEDERS AND SERVICE ENTRANCE

TERMINAL NOTE:

CONNECTION OF CONDUCTORS TO TERMINAL PARTS
SHALL ENSURE A THOROUGHLY GOOD CONNECTION
WITHOUT DAMAGING THE CONDUCTORS AND SHALL BE
MADE BY THE MEANS OF PRESSURE CONNECTORS
(INCLUDING SET-SCREW TYPE), SOLDER LUGS, OR
SPLICES TO FLEXIBLE LEADS. CONNECTION BY MEANS OF
WIRE—-BINDING SCREWS OR STUDS AND NUTS THAT HAVE
UPTURNED LUGS OR THE EQUIVALENT. SHALL BE
PERMITTED FOR 10 AWG OR SMALLER CONDUCTORS.

CONDUCTORS ARE SIZED PER N.EC. 310.15 (B) (16)

APPLICABLE CODES

— FLORIDA BUILDING CODE — RESIDENTIAL 2010
~ NATIONAL ELECTRICAL CODE (NEC) 2008

ELECT. LEGEND

WALL SWITCH 15 A, 125 V

DUPLEX RECEPTACLE 15 A 125 V

DO

ARC-FAULT & TAMPER
RESISTANCE NOTES

PARLORS,

1. PROVIDE ARC—FAULT CIRCUIT INTERRUPTER PROTECTION FOR ALL 120-VOLT,
SINGLE PHASE, 15 AND 20 AMP BRANCH CIRCUITS SUPPLYING QUTLETS
INSTALLED IN DWELLING UNIT FAMILY ROOMS, DINING ROOMS, LIVING ROOMS,

LIBRARIES, DENS, BEDROOMS, SUNROOMS, RECREATION ROOMS,

CLOSETS, HALLWAYS, OR SIMILAR ROOMS OR AREAS SHALL BE PROTECTED BY A

LISTED ARC—FAULT CIRCUIT INTERRUPTER, COMBINATION-TYPE, INSTALLED TO

PROVIDE PROTECTION OF THE BRANCH CIRCUIT. (PER NEC 210.12)

2. PROVIDE TAMPER RESISTANCE FOR ALL RECEPTACLES. (NEC 406.12)

DUPLEX RECEPTACLE 15 A 125 V
SWITCHED

FLOOR MOUNTED DUPLEX
RECEPTACLE 15 A 125 V

-
TT

HALF SWITCH SINGLE RECEPTABLE
20125V

220 V. RECEPTACLE

WALL BRACKET LIGHT
RECESSED HI-HAT

LOW VOLTAGE ACCENT LIGHTING
EXTERIOR UPLIGHTS

JUNCTION BOX

SMOKE DETECTORS:

COMPLY WITH NFPA 72, SECTION 29.9.2.2,

CARBON MONOXIDE

HIGH-EFFICACY LAMPS, PER FBC E404.1.

CONSERVATION CODE 2010, SECTION 402.4.5.

SMOKE DETECTOR SHALL BE HARDWIRED ON A DEDICATED CIRCUIT, SHALL BE
INTERCONNECTED, AND PROVIDED WITH BATTERY BACKUP. SMOKE DETECTORS SHALL

LIGHTS INSTALLED IN THE THERMAL ENVELOPE SHALL COMPLY WITH ENERGY

W
®
H
&
©
©

JUNCTION BOX FOR FUTURE FAN
(PROVIDE PROPER BRACING)

PHONE OUTLET PROVIDE 3/4" STUB UP
PVC CONDUCT W/ PULLSTRING.

T.V. OUTLET
ELECTRICAL PANEL

DETECTORS- d] ELECTRICAL METER
PROVIDE CARBON MONOXIDE DETECTOR AT ALL BEDROOMS Y DISCONNECTING SWITCH
SMOKE DETECTOR
DIMMERS: €)  CARBON MONOXDE ELG%UTREFX%NRTE
PROVIDE DIMMERS AT ALL SWITCHES EXCEPT AT
BATHROOMS AND CLOSETS. &  EXHAUST FAN
wp LIGHT FIXTURE FOR LISTED FOR
LIGHTING COMPLIANCE: WET LOCATION
A MINIMUM OF 50% OF LAMPS IN PERMANENTLY INSTALLED FIXTURES SHALL BE £D  DMMER SwTCH,

ELECTRICAL NOTES

APPLIANCE

CONDITIONS.

BASE FLOOD ELEVATION.

BY OWNER.

GF.IC

SWITCHES.

1. CONTRACTOR SHALL FURNISH ALL LABOR MATERIALS AND EQUIPMENT FOR COMPLETE
ELECTRICAL INSTALLATION IN ACCORDANCE WITH THESE DRAWINGS.

2. COMPLY WITH THE NEC. AND THE FLORIDA BUILDING CODE
3. PROVIDE EMPTY CONDUITS AS REQUIRED FOR TELEPHONE SYSTEM W/ PULLSTRINGS.
4. APPLIANCE OUTLETS LOCATIONS SHALL BE COORDINATED WITH ACTUAL PURCHASED

5. CONTRACTOR SHALL WISIT THE SITE TO FAMILIARIZE HIMSELF WITH ALL EXISTING

6. A/C COMPRESSOR AND ALL ELECTRICAL CONNECTIONS SHALL BE INSTALLED ABOVE
7. RECEPTACLES AND SWITCHES SHALL BE STANDARD TYPE, COLOR TO BE SELECTED
8. QUTSIDE RECEPTACLES, RECEPTACLES AT BATH, GARAGE AND KITCHEN SHALL BE

9. SMOKE DETECTOR HARDWIRED TO KITCHEN OR BATHROOM LIGHTING CIRCUIT
INTERCONNECTED AND WITH BATTERY BACK-UP CONNECT SMOKE DETECTOR AHEAD OF

10. ELECTRICAL CONTRACTOR TO COORDINATE SERVICE WITH F.P.L.

EQUIPMENT INSTALLATION

ALL ELECTRICAL EQUIPMENT SHALL BE INSTALLED ABOUT FLOOD LEVEL.

egmlatory And Bosonoomc B esomnoes

R[ SS IDENTIFIED FOR USE IN THE OPERATING ENVIRONMENT, NO
2 AW%MMENT SHALL BE LOCATED IN DAMP OR WET LOCATIONS; WHERE

EXPOSED TO GASES, FUMES, VAPORS, LIQUIDS, OR OTHER AGENTS THAT HAVE A

DETERIORATING EFFECT ON THE CONDUCTORS OR EQUIPMENT; OR WHERE EXPOSED TO
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B-25 o
GFCl el -
WP
m ] PROJECTION OF
ALL EXTERIOR RECEPTACLES . CONSTRUCTION ABOVE
! TO BE TAMPER-RESISTANT : ;
; - TYP. PER NEC 406.11 i ;
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L B AT 15" HIGH :
; EACH. / \
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CABS.
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GFC

GFCI

L~ WINE COOLER
A-26

WARMING
AWER
BELOW OVEN  ICE
A-34.3

DBL. OVEN
A-8,10

GFCI

MAKER—
A-28

MOTOR RECEPTACLE FOR

GARAGE DOOR MOTOR

TWO CAR GARAGE

CEILING MOUNTED GFCI

__SCONCES AT
12 FT HIGH,

SCONCES AT
12 FT HIGH.

POOL

(UNDER SEPARATE PERMIT)

Y

WASHER

UNDER COUNTER |

LAUNDRY | o

LIGHTING \l

S /TO LIGHTS ABOVE —__ AECESSED
, e LIGHTS
= p - i .,"'w-t]WP
e
VO N Ny Nl )
\ WPl
[FEUPR—— o S — 9 LTI i
o ELECTRICAL PANEL —— 1 %
(Da-23 BREAKER FEEDING POOL PUMP D Wpil
: MUST COMPLY WITH 680.22 P v
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S . 5 FTHIGH TV & BRI I ;
tL RECEPTACLE OUTLET L o e |
23 N , POOL PUMP UNDER SEPARATE—s\'\\‘as, wel
: “ FOYER ~ PERMIT, VERIFY EXACT LOCATION TRl
, , IN FIELD, PER POOL PLANS P
o \ y
: \\ N .
- NS
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ABOVE

N B-40,42

TO LIGHTS™.

‘ALL EXTER’IDR RECEPTACLES
~T0 'BE TAMPER-RESISTANT —

\vELECTRIC

DOOR, SWITCH
AT KITCHEN.
A-42

NOTE:

ALL EQUIPMENT, RECEPTACLE,
AND SWITCHES TO BE INSTALLED
ABOVE FLOOD LEVEL.

NOTE:

ALL LIGHTING ON BEDROOMS, LIVING
ROOM, DINING ROOM, MEDIA, KITCHEN,
STUDY SHALL BE ON DIMMERS

; TYF‘ PER NEC 406.11

ELECTRIC ——-/

/ DOOR, SWITCH
¢ AT KITCHEN.
! A-42

RECESSED WALL LIGHTS

FIRST FLOOR PLAN

1/4"=1"-0

n

TO LIGHTS AT <

PRIVACY WALL
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Permit Expeditors,
LLC.

786.539.9008
PermitExpeditors@gmail.com
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COPYRIGHT ©2014
ALL RIGHTS RESERVED.

THESE DRAWINGS AND DOCUMENTS ARE INSTRUMENTS
OF SERVICE AND SHALL REMAIN THE PROPERTY OF
PRAXIS ARCHITECTURE + DESIGN, WHETHER THE
PROJECT FOR WHICH THEY WERE PREPARED IS
EXECUTED OR NOT. THEY ARE NOT TO BE USED IN
ANY MANNER ON OTHER PROJECTS OR EXTENSIONS
TO THIS PROJECT EXCEPT BY AGREEMENT IN WRITING
AND WITH THE APPROPRIATE COMPENSATION TO
PRAXIS ARCHITECTURE + DESIGN. REPRODUCTIONS OF
DRAWINGS & SPECIFICATIONS WITHOUT THE WRITTEN
CONSENT OF PRAXIS ARCHITECTURE + DESIGN S
PROHIBITED. CONTRACTORS RESPONSIBLE FOR
VERIFYING ALL SITE CONDITIONS PRIOR TO
PROCEEDING WITH WORK.
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